
Hour Average Hourly pH Total Hourly Flow 
(Gal)

Minutes Bypassed 
to City

0 5.72 19,682 0

1 5.78 24,114 0

2 5.73 25,714 0

3 5.76 22,888 0

4 5.70 21,916 0

5 5.79 20,140 0

6 5.63 19,802 0

7 5.73 24,402 0

8 5.76 23,373 0

9 6.19 14,762 0

10 5.96 19,941 0

11 6.04 22,361 0

12 5.55 20,609 0

13 5.45 22,999 0

14 5.54 24,248 0

15 6.02 25,965 0

16 5.81 25,788 0

17 5.82 20,404 0

18 5.87 21,505 0

19 5.79 24,169 0

20 5.77 22,897 0

21 5.80 23,233 0

22 5.78 21,900 0

23 5.87 22,035 0
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